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FDC PORT AT 30° 

DOWNWARD BEND 

KNOX 5” LOCKING FDC 
STORZ CAP 



EXAMPLE OF FIRE SPRINKLER  

ZONE MAP FOR FDC AND SPRINKLER RISERS 



CLICK-2-ENTER  

GATE ACCESS 



FIRE ALARM BELL STROBE ON STREET-SIDE OF 
BUILDING 



BUILDING ADDRESS ON POST-INDICATOR VALVE (PIV) 



BUILDING ADDRESS ON THE FIRE DEPARTMENT CONNECTION (FDC) 



ADDRESSING AND PUMP PRESSURE SIGNAGE FOR  

FIRE DEPARTMENT CONNECTIONS 



SIGNAGE FOR BUILDINGS EQUIPPED WITH EMERGENCY RESPONDER 
RADIO SYSTEM (ERRS)  



SIGNAGE FOR ROOMS CONTAINING 
FIRE ALARM AND FIRE SPRINKLER 

COMPONENTS 



ADDRESSING EXAMPLES FOR HOMES ACCESSED OFF PRIVATE DRIVE 



ADDRESSING SITE MAP FOR PROPERTIES WITH MULTIPLE BUILDINGS 



5” KNOX STORZ LOCKING CAP 



2.5” KNOX LOCKING STANDPIPE CAP 



KNOX PAD LOCK OPTIONS FOR MANUALLY OPERATED GATES 



KNOX REMOTE POWER DISCONNECT BOX 

SURFACE OR RECESSED MOUNTABLE 

 KNOX REMOTE POWER BOX TECHNICAL SPECS 

https://www.knoxbox.com/KNOX/media/KNOX/MKT-KBSPEC-0169-C.pdf?ext=.pdf
https://www.knoxbox.com/KNOX/media/KNOX/MKT-KBSPEC-0169-C.pdf?ext=.pdf


CEMENT PAD AROUND FIRE HYDRANT  

TO MAINTAIN PROPER CLEARANCE 

BOLLARDS TO PROTECT FIRE HYDRANTS FROM VEHICLE IMPACT 



EXAMPLES OF REMOVABLE BOLLARDS FOR A FIRE ACCESS ROAD 



IMPACT PROTECTION FOR GENERATOR FUEL TANKS 



EXAMPLE OF FIRE LANE STENCILING 

FIRE LANE STENCILING GUIDE 

https://www.tukwilawa.gov/wp-content/uploads/FMO-FIRE-LANE-HANDOUT-2021.pdf


EXAMPLES OF CASTER CHOCKS 

FOR COMMERCIAL COOKING EQUIPMENT 


